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PROFILE OF INSTALLATION
Stainless Steel 6" Dia. Intake Plastic Pipe
Conical Strainer Snap Ring (Min. Schedule 40)
90 Degree Elbow
Strainer Support 6" Pipe PVC Hydrant Strainer
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